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PROJECT DATA

PROJECT ADDRESS: 1945 S Hill St, Los Angeles, CA 90007

BUILDING DATA:

EXISTING 9-STORY COURTHOUSE

CONSTRUCTION TYPE: TYPE I-A

OCCUPANCY TYPE:  A-3, B, I-3

BUILDING HEIGHT: ±155'-6" FROM GRADE PLANE

GROSS BUILDING AREA: 250,000 SF

FIRE SPRINKLERS: YES

FIRE ALARM: YES

YEAR CONSTRUCTED: 1972

HIGH FIRE HAZARD SEVERITY ZONE: LOCAL RESPONSIBILITY

SMOKE CONTROL SYSTEM: YES

EMERGENCY RESPONDER RADIO: YES

APPLICABLE CODES

PROJECT DESCRIPTION

SHEET INDEX

VICINITY MAP (N.T.S.)

ELEVATOR MODERNIZATION

METROPOLITAN COURTHOUSE

1945 S Hill St, Los Angeles, CA 90007

BID SET

11/01/2017

SFM#17-S-1690-CP

THE PROJECT CONSISTS PRIMARILY OF ALTERATIONS, REPAIRS, AND UPGRADES TO OUTDATED AND AGING ELEVATOR

MACHINERY AND EQUIPMENT IN THE ELEVATOR MACHINE ROOMS AND ELEVATOR PITS TO ALLEVIATE POOR SERVICE,

ENTRAPMENTS AND ASSOCIATED MALFUNCTIONS.   IN ADDITION, THE ELEVATOR CAB INTERIOR FINISHES WILL BE

COSMETICALLY REPAIRED OWING TO LONG TERM WEAR AND TEAR, NEGLECTED MAINTENANCE WORK, AND DAMAGE.  AS

THE INTERIOR CAB PANELS WILL BE REPLACED, BARRIER REMOVAL ISSUES ASSOCIATED WITH CAB PANEL AND LOBBY

CONTROL BUTTONS AND LANTERNS WILL ALSO BE UPGRADED TO MEET ACCESSIBILITY STANDARDS. 

GENERAL NOTES

1. PROVIDE WORK AND MATERIALS IN ACCORDANCE WITH THE LATEST RULES AND

REGULATIONS OF APPLICABLE STATE AND LOCAL CODES, LAWS, AND STATUTES.

INCLUDING 2013 CBC, CMC, CPC AND 2013 CEC AS AMENDED BY STATE OF CA AND

LOCAL JURISDICTION. NOTHING IN THE CONTRACT DOCUMENTS IS TO BE CONSTRUED

AS REQUIRING OR PERMITTING WORK CONTRARY TO THESE CODES, LAWS AND

STATUTES.

2. EXAMINATION OF THE SITE AND PORTIONS THEREOF WHICH WILL AFFECT THIS

WORK SHALL BE MADE IMMEDIATELY BY THE CONTRACTOR, WHO SHALL COMPARE IT

WITH THE CONTRACT DOCUMENTS AND SATISFY HIMSELF AS TO CONDITIONS UNDER

WHICH WORK IS TO BE PERFORMED. HE SHALL, AT SUCH TIME, CHECK LOCATIONS OF

THE EXISTING STRUCTURES AND EQUIPMENT WHICH MAY AFFECT HIS WORK. NO

ALLOWANCE SHALL BE MADE FOR ANY EXTRA EXPENSE TO WHICH HE MAY BE PUT

DUE TO FAILURE OR NEGLECT ON HIS PART JCC BEFORE PROCEEDING WITH ANY

WORK.

3. DIMENSIONS ON CONSTRUCTION DRAWINGS ARE TO FACE OF FINISH UNLESS

OTHERWISE NOTED. CONTRACTOR SHALL NOT SCALE DRAWINGS. DIMENSIONS

NOTED "(E)" MEANING EXISTING ARE TO BE FIELD VERIFIED PRIOR TO LAYING OUT

WORK.

4. THE CONSTRUCTION DOCUMENTS ARE PROVIDED TO ILLUSTRATE THE DESIGN

AND GENERAL TYPE OF CONSTRUCTION, MATERIALS, AND WORKMANSHIP

THROUGHOUT. THE DOCUMENTS DO NOT ILLUSTRATE EVERY CONDITION. THE

CONTRACTOR, IN ASSUMING RESPONSIBILITY FOR THE WORK INDICATED, SHALL

COMPLY WITH THE SPIRIT AS WELL AS THE LETTER IN WHICH THEY WERE PREPARED.

5. CONSTRUCTION DOCUMENTS AND SPECIFICATIONS ARE COMPLEMENTARY, AND

WHAT IS CALLED FOR BY ANY WILL BE AS BINDING AS IF CALLED FOR BY ALL. ANY

WORK SHOWN OR REFERRED TO ON ANY CONSTRUCTION DOCUMENT SHALL BE

PROVIDED AS THOUGH ON ALL RELATED DOCUMENTS.

6. WORK LISTED, SHOWN, OR IMPLIED ON ANY CONSTRUCTION DOCUMENT SHALL BE

PROVIDED BY THE CONTRACTOR, EXCEPT WHERE NOTED OTHERWISE. THE GENERAL

CONTRACTOR SHALL CLOSELY COORDINATE HIS WORK WITH THAT OF OTHER

CONTRACTORS OR VENDORS ASSURE THAT SCHEDULES ARE MET AND THAT WORK IS

DONE IN CONFORMANCE TO MANUFACTURER'S REQUIREMENTS.

7. UNLESS OTHERWISE NOTED WORK IS ASSUMED NEW UNLESS NOTED AS EXISTING

(E).

8. THE USE OF THE WORD "PROVIDE" IN CONNECTION WITH ANY ITEM SPECIFIED IS

INTENDED TO MEAN THAT SUCH SHALL BE FURNISHED, INSTALLED, AND CONNECTED,

UNLESS OTHERWISE NOTED.

13.CONTRACTOR SHALL PROTECT WORK AREA AND NEW OR EXISTING MATERIALS

AND FINISHES FROM DAMAGE WHICH MAY OCCUR FROM CONSTRUCTION,

DEMOLITION, DUST, WATER, ETC.., AND SHALL PROVIDE AND MAINTAIN TEMPORARY

BARRICADES OR ENCLOSURES AS REQUIRED TO PROTECT THE PUBLIC DURING THE

PERIOD OF CONSTRUCTION. AT NO ADDITIONAL EXPENSE TO THE OWNER, THE

CONTRACTOR SHALL REPAIR OR REPLACE DAMAGE TO NEW AND EXISTING

MATERIALS, FINISHES, STRUCTURES, AND EQUIPMENT TO THE SATISFACTION OF THE

OWNER.

14.CONTRACTORS SHALL REMOVE RUBBISH AND WASTE MATERIALS ON A REGULAR

BASIS, AND SHALL EXERCISE STRICT CONTROL OVER JOB CLEANING TO PREVENT

ANY DIRT, DEBRIS, OR DUST FROM AFFECTING, IN ANY WAY, FINISHED WORK OR

EXISTING TO REMAIN WORK OR CREATING A SAFETY HAZARD IN OR OUTSIDE

JOBSITE.

15.CONTRACTOR SHALL LEAVE JOB SITE AND AFFECTED AREAS CLEAN AND IN AN

ORDERLY MANNER READY FOR MOVE IN, THIS IS TO INCLUDE CLEANING OF THE

INTERIOR AND EXTERIOR FACES OFNEW AND EXISTING GLASS.

16.THE MAXIMUM FLAME SPREAD CLASSIFICATION OF FINISH MATERIALS USED ON

THE INTERIOR WALLS AND CEILINGS MUST NOT EXCEED THE LIMITS SET FORTH IN

C.B.C. TABLE NO. 803.9

17.HAZARDOUS MATERIALS ABATEMENT IS NOT PART OF THE ELEVATOR

MODERNIZATION WORK AND IS THE SOLE RESPONSIBILITY OF THE JCC

18.FOR OFCI AND OFOI ITEMS COORDINATE W/ OWNER'S REPRESENTATIVE FOR

SCHEDULING/ SEQUENCING DURING CONSTRUCTION, CONFIRM W/ OWNER BLOCKING/

BACKING REQT AND PROVIDE AS REQD. PREPARE SURROUNDING AREAS,

SUBSTRATES AND SURFACES AS REQD

19.FIRE ALARM TO BE A DEFERRED SUBMITTAL TO OSFM

20.CONTRACTOR SHALL RECYCLE AND/OR SALVAGE FOR REUSE A MINIMUM OF 65

PERCENT OF THE NONHAZARDOUS CONSTRUCTION AND DEMOLITION WASTE.

SUBMIT WASTE MANAGEMENT PLAN OF THESE PROCEDURES TO JCC.

21. PERFORM BUILDING MAINTENANCE AND OPERATION IN ACCORDANCE WITH CGBC

NON-RESIDENTIAL MANDATORY MEASURE SECTION 5.410 FOR TESTING AND

ADJUSTMENT, DEVELOPMENT OF SYSTEM PROCEDURES, HVAC BALANCING.  PROVIDE

OPERATION AND MAINTENANCE MANUAL TO JCC UPON COMPLETION OF THE

PROJECT.

22. PERFORM POLLUTANT CONTROL MEASURES DURING CONSTRUCTION IN

ACCORDANCE WITH CGBC NON-RESIDENTIAL MANDATORY MEASURE SECTION 5.504

FOR TEMPORARY VENTILATION, COVERING OF DUCT OPENINGS AND MECHANICAL

EQUIPMENT, POLLUTANT CONTROL OF ADHESIVES, SEALANTS, CAULKS, AEROSOLS,

CARPET CLEANERS, RESILIENT FLOORING SYSTEMS, MECHANICAL SYSTEM MERV AIR

FILTERS, ENVIRONMENTAL TOBACCO SMOKE CONTROL AND DOCUMENTATION OF

COMPLIANCE.

ABBREVIATIONS

&           AND

∠           ANGLE

@          AT

℄           CENTER LINE

ACC       ACCESSIBLE

ACOUS  ACOUSTIC

AEC        ARCH EXPOSED CONCRETE

AESS     ARCH EXPOSED STRUCTURAL STEEL

AL          ALUMINUM

APROX  APPROXIMATE

ARCH    ARCHITECTURAL

B.D       BOARD

BEY      BEYOND

BLDG    BUILDING

B.O       BOTTOM OF

B.U       BUILT UP

CLNG     CEILING

CLR       CLEAR

CONC     CONCRETE

CONT     CONTINUOUS

DF          DRINKING FOUNTAIN

DIA        DIAMETER

DN         DOWN

DWG      DRAWING

(E) EXISTING

EA        EACH

EJ         EXPANSION JT

ELEC    ELECTRICAL

ENCL     ENCLOSURE

EQ         EQUAL

EXT       EXTERIOR

FACP     FIRE ALARM CONTROL PANEL

FDC       FIRE DEPARTMENT CONNECTION

FEC       FIRE EXTINGUISHER CABINET

FF         FINISH FLOOR

FLR       FLOOR

FACE OF STUD

 FOOT

FTNG    FOOTING

G           GAS

GA        GAUGE

GALV     GALVANIZED

GSM      GALVANIZED SHEET METAL

GYP       GYPSUM

HDWD   HARD WOOD

HT         HEIGHT

HM         HOLLOW METAL

INT        INTERIOR

IN          INCH

ISA        INTERNATIONAL SYMBOL OF ACCESSIBILITY

JAN       JANITOR

JT         JOINT

LAV        LAVATORY

MAX       MAXIUMUM

MIN        MINIMUM

MISC      MISCELLANEOUS

MTD       MOUNTED

NIC        NOT IN CONTRACT

NO.        NUMBER

NTS       NOT TO SCALE

(N) NEW    (SEE GENERAL NOTE 7)

O.C ON CENTER

O.D OUTSIDE DIAMETER

OFD OVERFLOW DRAIN

OFCI      OWNER FURNISHED CONTRACTOR INSTALLED

OFOI      OWNER FURNISHED OWNER INSTALLED

OPP       OPPOSITE

O/           OVER

PA          PLANTING AREA

PLAM     PLASTIC LAMINATE

PIV         POST INDICATOR VALVE

PLYWD  PLYWOOD

PTD       PAINTED

PT          PRESSURE TREATED

R.D       ROOF DRAIN

REC     RECESSED

REQD    REQUIRED

RM        ROOM

R.O       ROUGH OPENING

SECT    SECTION

SIM       SIMILAR

SPEC    SPECIFICATION

SQ         SQUARE

SAF       SELF ADHESIVE FLASHING

SS         STAINLESS STEEL

STD       STANDARD

STL        STEEL

SCD       SEE CIVIL DRAWINGS

SLD       SEE LANDSCAPE DRAWINGS

SED       SEE ELECTRICAL DRAWINGS

SHPD    SEE HISTORIC PRESERVATION DRAWINGS

SMD      SEE MECHANICAL DRAWINGS

SPD       SEE PLUMBING DRAWINGS

SSD       SEE STRUCTURAL DRAWINGS

SYM       SYMMETRICAL

THK       THICK

TO         TOP OF

TS         TUBE STEEL

TYP       TYPICAL

UNO      UNLESS NOTED OTHERWISE

VERT     VERTICAL

VIF         VERIFY IN FIELD

W/         WITH

WC        WATER CLOSET

WD        WOOD

W.O       WHERE OCCURS

WP        WATERPROOF

2016 CBC  EXCEPTIONS SCOPE OF WORK

SCOPE INCLUDES THE COMPLETE RENOVATION OF THE (13) EXISTING

ELEVATORS. WORK WILL INCLUDE BUT NOT BE LIMITED TO, CAR FRAMES AND

PLATFORMS, BUFFERS AND SAFETIES, HOIST WAY ENTRANCE FRAMES, DOORS

AND PIT EQUIPMENT, ELEVATOR EQUIPMENT,  NEW HVAC EQUIPMENT TO BE

PROVIDED FOR MACHINE ROOM COOLING.  ELECTRICAL UPGRADE RELATED TO

ELEVATOR AND NEW HVAC EQUIPMENT.  UPGRADE TO EXISTING FIRE ALARM

SYSTEM RELATED TO THE ELEVATORS TO CURRENT CODE.

ALL ELEVATOR CAB SHELLS ARE TO REMAIN.  EXISTING CAB INTERIORS ON

PUBLIC AND JUDGES ELEVATORS ARE TO BE RENOVATED TO REPAIR DAMAGE.

NO WORK ON EXISTING FINISHES FOR CUSTODY CABS.  ALL CAB INTERIOR

DIMENSIONS ARE TO REMAIN THE SAME.  ALL LOBBY CALL BUTTONS AND CAB

CALL BUTTONS ARE TO BE REPLACED WITH NEW, CODE COMPLIANT CALL

BUTTONS.

SITE PLAN

2016 CALIFORNIA BUILDING CODE

2016 CALIFORNIA ELECTRICAL CODE

2016 CALIFORNIA MECHANICAL CODE

2016 CALIFORNIA PLUMBING CODE

2016 CALIFORNIA FIRE CODE

2016 CALIFORNIA ENERGY CODE

2016 CALIFORNIA REFERENCE STANDARDS CODE

NFPA 72 AND NFPA 13 WITH CA AMENDMENTS

TITLE 19, CCR, PUBLIC SAFETY SFM REGULATIONS

2016 CALIFORNIA ADMINISTRATIVE CODE TITLE 24, PT. 1

OWNER:

KIT KURISAKI

JUDICIAL COUNCIL OF CALIFORNIA

3389 Twelfth Street, Riverside, CA 92501

951-782-2484

ARCHITECT:

KANG KIANG

MARK CAVAGNERO ASSOCIATES  ARCHITECTS

1045 Sansome Street Suite 200, San Francisco, CA 94111

P 415.398.6944 x 224 l F 415.398.6943

ELECTRICAL ENGINEER:

DAN MARTIN

SYSKA HENNESSY GROUP, INC.

800 Corporate Pointe, Suite 200, Culver City, CA 90230

Tel: 310.254.3858

MECHANICAL ENGINEER:

NATHAN KIRBY

SYSKA HENNESSY GROUP, INC.

800 Corporate Pointe, Suite 200, Culver City, CA 90230

Tel: 310.254.3858

STRUCTURAL ENGINEER

GARY DUNCAN

KPFF

117 East Colorado Blvd, Suite 200, Pasadena, CA 91105

Tel: 626.578.1121

PROJECT DIRECTORY

A.       PER CBC 2016, 11B-203.5 - MACHINERY SPACES.  THE ELEVATOR PITS AND
PENTHOUSE MACHINE ROOMS SHALL NOT BE REQUIRED TO BE ON ACCESSIBLE ROUTE. 
THE AREA OF WORK IS LIMITED TO THE ELEVATOR PENTHOUSE MACHINE ROOMS AND
PITS. 

B.       PER CBC 2016, 11B202.4, EXCEPTION #3 - ALTERING EXISTING ELEVATORS TO MEET
ACCESSIBILITY REQUIREMENTS.  EXISTING ELEVATOR CAB SHELLS ARE TO REMAIN. 
WORK CONSISTS OF REPAIRING AND REPLACING DAMAGED INTERIOR CAB PANELS AND
REPLACING EXISTING PANEL BUTTONS THAT ARE NON-COMPLIANT.   PANELS DO NOT
ALTER THE EXISTING CAB INTERIOR DIMENSIONS.

C.       PER CBC 2016, 11B202.4, EXCEPTION #4 ALTERATIONS SOLELY FOR THE PURPOSE
OF BARRIER REMOVAL.  WORK IN ELEVATOR LOBBIES CONSISTS SOLELY OF REPLACING
NON-COMPLIANT CALL BUTTONS AND HALL LANTERNS.
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283'-6"

23'-6" 21'-6" 21'-6" 21'-6" 21'-6" 21'-6" 21'-6" 21'-6" 21'-6" 21'-6" 21'-6" 21'-6" 23'-6"
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REMOVE (E) DOOR

AND PARTITION

APPROXIMATE LOCATION OF

NEW CONDENSER, SEE

MECHANICAL  DRAWINGS.

CONTRACTOR TO VERIFY

LOAD CAPACITY OF

CONCRETE DECK BENEATH.

JUDGE'S

ELEVATOR 12,

SERVES FLOORS

A,1,2,3,4,5,6,7,8

CUSTODY

ELEVATOR 10,

SERVES FLOORS

1,3,4,5,6,7,8

CUSTODY ELEVATOR 11,

SERVES FLOORS

1,3,4,5,6,7,8

SHUTTLE

ELEVATOR 13,

SERVES FLOORS

8,9,9A,10

PUBLIC ELEVATOR 7,

SERVES FLOORS

C,B,A,1,2,3,4,5,6,7,8

PUBLIC ELEVATOR 6,

SERVES FLOORS

C,B,A,1,2,3,4,5,6,7,8

PUBLIC ELEVATOR 8,

SERVES FLOORS

C,B,A,1,2,3,4,5,6,7,8

PUBLIC ELEVATOR 9,

SERVES FLOORS

C,B,A,1,2,3,4,5,6,7,8

PUBLIC ELEVATOR 1,

SERVES FLOORS

C,B,A,1,3,4,5,6,7,8

PUBLIC ELEVATOR 2,

SERVES FLOORS

C,B,A,1,3,4,5,6,7,8

PUBLIC ELEVATOR 3,

SERVES FLOORS

C,B,A,1,3,4,5,6,7,8

PUBLIC ELEVATOR 4,

SERVES FLOORS

C,B,A,1,3,4,5,6,7,8

PUBLIC ELEVATOR 5,

SERVES FLOORS

C,B,A,1,3,4,5,6,7,8

N
I
N

T
H

 
F

L
O

O
R

 
P

L
A

N

R
E

V
 
 
 
D

A
T

E
 
 
 
 
 
 
 
 
 
 
 
 
D

E
S

C
R

I
P

T
I
O

N
 

8
/
3
/
2
0
1
6

E
L
E

V
A

T
O

R
 
M

O
D

E
R

N
I
Z

A
T

I
O

N

1
9

4
5

 
S

 
H

i
l
l
 
S

t
,
 
L

o
s
 
A

n
g

e
l
e

s
,
 
C

A
 
9

0
0

0
7

9
/
2
9
/
2
0
1
6

5
0
%

 
C

D

1
0
0
%

 
S

D

M
E

T
R

O
P

O
L
I
T

A
N

C
O

U
R

T
H

O
U

S
E

8
/
2
5
/
2
0
1
6

1
0
0
%

 
D

D

1
1
/
2
9
/
2
0
1
6

9
0
%

 
C

D

0
7
/
0
7
/
2
0
1
7

1
0
0
%

 
C

D
/
C

O
N

F
O

R
M

E
D

 
S

E
T

1
1
/
0
1
/
2
0
1
7

B
I
D

 
S

E
T



ELEV. 1

ELEV. 2

ELEV. 3

ELEV. 5

ELEV. 4

ELEV. 9

ELEV. 8

ELEV. 7

ELEV. 6

ELEV. 12

ELEV. 10

ELEV. 11

ELEV. 13

REMOVE (E)

PARTITION

HYDRAULIC

ELEVATOR

PAINT ELEVATOR DOOR FRAME,

MATCH (E), TYP. ALL SHUTTLE

ELEVATOR ENTRANCES

21'-6"
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5'-6" MIN.

EQ. EQ.

2 EQUAL PANELS

EQ. EQ.

2 EQUAL PANELS

REMOVABLE

SECTION FOR

EMERGENCY EXIT

MAN-D-TEC

TRI-FECTA LED

LIGHT

DIRECTION

OF GRAIN

DIRECTION

OF GRAIN

REMOVABLE

SECTION FOR

EMERGENCY EXIT

MAN-D-TEC

TRI-FECTA LED

LIGHT

ELEVATOR DOORS, 18-GUAGE 304

STAINLESS STEEL W/ #4 BRUSHED

FINISH

N

EW

S

ELEVATOR DOORS,

18-GUAGE 304 STAINLESS

STEEL W/ #4 BRUSHED

FINISH

SEE SPECIFICATIONS FOR

PANEL, TYP. ALL ELEVATORS

NOTE: RETAIN EXISTING ELEVATOR PLATFORM

AND SHELL. PANELS SHALL NOT BE THICKER THAN

(E) PANELS OR DECREASE SIZE OF (E) ELEVATOR

INTERIOR DIMENSIONS

NOTE: RETAIN EXISTING ELEVATOR PLATFORM AND SHELL.

PANELS SHALL NOT BE THICKER THAN (E) PANELS OR

DECREASE SIZE OF (E) ELEVATOR INTERIOR DIMENSIONS

NOTE:

RETAIN EXISTING CAB  FINISHES

ON CUSTODY ELEVATORS #10

AND #11.

REPAINT EXISTING CAB FINISH ON

SHUTTLE ELEVATOR #12.
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RETAIN EXISTING CAB  FINISHES

ON CUSTODY ELEVATORS #10

AND #11.

REPAINT EXISTING CAB FINISH ON

SHUTTLE ELEVATOR #12.
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CAR BRAILLE PLATES 1 1/2" DIAMETER CAST PLATES WITH

WHITE CHARACTERS ON BLACK BACKGROUND, NEXT TO BUTTONS.

MEETS ASME A17.1 70% CONTRAST REQUIREMENTS.  ADHERED

FROM BACK SIDE.  INCLUDES ARABIC OR N.E.I.I. DESIGNATIONS

AND BRAILLE.  EGRESS LEVEL TO BE INDICATED WITH A STAR TO

THE LEFT OF THE CHARACTER PER THE CURRENT EDITION OF

CBC.

HALL BRAILLE PLATES

2 1/2" X 3 1/2" CAST PLATES WITH WHITE TACTILE CHARACTERS ON

BLACK BACKGROUND.  MEETS ASME A17.1 70% CONTRAST

REQUIREMENTS.  ADHERED FROM BACK SIDE.  INCLUDES ARABIC

OR N.E.I.I. DESIGNATIONS AND BRAILLE.  EGRESS LEVEL TO BE

INDICATED WITH A 2" DIAMETER STAR TO THE LEFT OF THE

CHARACTER PER CURRENT EDITION OF CBC.
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OF 2 
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(E) DIRECTIONS TO

OTHER ACCESSIBLE

MEANS OF EGRESS

INTERNATIONAL

SYMBOL FOR

ACCESSIBILITY

AT ACCESSIBLE
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THE SYMBOL SHALL CONSIST

OF A WHITE FIGURE ON A

BLUE BACKGROUND.
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PROVIDE TOUCH SCREEN
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BCC

WEQUIPMENT ID

CU

20.5"

L

43.8" 15.3"

I H

11.4"

65.0"

WEIGHT

172#

1880#

(4) 3/8"Ø HILTI KB-TZ W/ 2"
EMBED (ESR-1917)

MIN ANCHOR CONC

EDGE DISTANCE

3"

3"

ANCHOR

ANCHORAGE SCHEDULE

w

PER PLAN

45.8"

(16) 1/2"Ø HILTI KB-TZ (SS) W/
3 1/4" EMBED (ESR-1917)

FCU 49" 44" 19" 214# 3"52.2" 40.7"

HP 13.1" 37.1" 37.2" 165# 3"14.6" 23.6"

(4) 3/8"Ø HILTI KB-TZ W/ 2"
EMBED (ESR-1917)

(4) 3/8"Ø HILTI KB-TZ (SS)
W/ 2" EMBED (ESR-1917)
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