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2NEW PENTHOUSE ROOF TAPER INSULATION PLAN
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Acamerano
Text Box
PROVIDE NEW 4" DIA. DRAIN WITH STRAINER SCREEN AND CONNECT TO NEAREST EXISTING ROOF DRAIN PIPE TYPICAL
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ADDENDUM # 1. 4/29/17

Acamerano
Text Box
CONTRACTOR WILL BE REQUIRED TO ACCESS THE FLOOR ATTIC AREA BELOW IN ORDER TO INSTALL NEW DRAWIN PIPES. CONTRACTOR SHALL REMOVE AS NECESSARY PORTIONS OF THE EXISTING 'T' BAR SUSPENDED CEILING SYSTEM AND ACOUSTICAL CEILING TILES. CONTRACTOR TO VIDEO TAPE ENTIRE AREA /ROOMS OF WORK PRIOR TO COMMENCEMENT OF WORK. CONTRACTOR SHALL COVER ALL FURNITURE, COMPUTERS, EQUIPMENT,TABLES, FLOOR IN PLASTIC EACH DAY OF WORK. PRIOR TO JCC STAFF START OF WORK IN THE MORNING, THE CONTRACTOR SHALL REMOVE ALL PROTECTIVE PLASTIC AND DUST/VACUM ENTIRE ROOM PRIOR TO JCC STAFF START OF MORNING WORK. CONTRACTOR SHALL PERFORM THIS PROTECTIVE PROCESS IN EACH AREA/ROOM UNTILL ALL WORK IS COMPLETED AND THE DRAIN PIPE IS TESTED FOR NO LEAKS. ONCE ALL DRAIN PIPE INSTALLATION IS COMPLETED AND TESTED FOR NO LEAKS, THE CONTRACTOR SHALL RE-INSTALL THE EXISTING 'T' BAR SUSPENION CEILING SYSTEM, (PROVIDE NEW 'T' BARS WHERE EXISTING 'T' BARS ARE DAMAGE DURING REMOVAL) AND ACOUSTIC TILE CEILING PANELS. CONTRACTOR SHALL FIGURE 10% OF EXISTING CEILING TILE THAT IS REMOVED FOR ACCESS TO INSTALL THE ROOF DRAINS TO BE REPLACED WITH NEW ACOUSTIC CEILING TILES MATCHING IN MAKE, TEXTURE/PATTERN, COLOR AND THICKNESS.




